CERTIFICATE No. 184001- 03/INEM/019/3 -1

SGS Bulgaria Lid.

254, Tsar Osvoboditel Bivd.

1504 Sofia/Bulgaria
Tel.: (359-2) 910 15

Fax: (359-2) 981 81 43
E_mail: sgs bulgaria@sgs.com

INSPECTION REPORT

Ref: 03/INEM/019

June 24" 2003

IN PURSUANCE OF AN ORDER RECEIVED FROM UNIPOS OOD, REQUESTING US TO CARRY OUT
THE INSPECTION WITHIN THE SUBJECT AND SCOPE DESCRIBED AS FOLLOWS: '

1. SUBJECT OF THE INSPECTION
Fire detectors type Fixed Temperature Heat Detector FD xx10, presented at "Plemed™ EOOD Test

Laboratory in Pleven/ Bulgaria.
2. SCOPE OF THE INSPECTION

As per our offer Ref. No 0621/24.04.20

16.05.2003:

03 and confirmation from the client by LN message from

¢ Identification of Fixed Temperature Heat Detectors FD xx10, as described herein above, by
visual inspection and presented technical documentation and data (manufacturer, type,-serial

numbers);

e \Witness test of Fixed Temperature . Heat Detectors FD xx10 for compliance with the
requirements of BDS EN 54-5:2001 — Fire detection and fire alarm systermns, Heat Detectors —
Point Detectars. : I

3. RESULTS OF THE INSPECTION

' The test of Fixed Temperature H

eat Détectors FD xx10 was performed from May 26" to May 30",

2003 at “Plemed” EQOD Test Laboratary F/01.01,.2003 in Pleven, No 114, "Grenaderska" Street,

Bulgaria,

The tests were performed by Mr. Stanoev, Mr. Chorbadzhiev, from Test Laboratory and Mrs.
Evtimova, from UNIPOS 00D, observed by Mr. Ganov, representative of SGS Bulgaria Ltd. and
-approved by Mr. Petrov.
Fixed Temperature Heat Detectors, presented for inspection, were identified as type FD 3010 and
type FD 6110L. The serial numbers of the goods are listed bellow:

Fixed Temperature Heat Detectors | Addressable Fixed Temperature Heat
£ine getastol ' FD 3010 Detectors FD 6110L

Type FD 3010 A1S FD 3010 BS FD 6110L A2S FD 6110L BS
Serial Numbers 181202041 010403026 1680403083 160403026
: 181202042 010403027 160403084 160403027
181202043 010403028 160403085 160403028
181202044 010403029 160403086 160403029
181202045 010403030 160403087 160403030
181202046 010403031 160403088 010403031
181202047 010403032 160403089 010403032
181202048 010403033 160403090 010403033
181202049 010403034 1604030891 010403026
181202050 010403035 160403092 010403027
s i 181202051 010403036 160403093 010403028
l 181202052 010403037 160403094 010403029
T 2 il 181202053 010403038 160403095 010403030
o p| ; 181202054 010403039 160403096 010403031
e i TN 181202055 010403040 160403097 010403032

- |Nominal Supply | 10to 30V DC 10to 30V DC 15t0 30 V DC 15030 VDC |
|
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SGS representative witnesses the test of
Fixed Temperature Heat Detectors, with the
under noted details, stated to be
representative sample of production, for
compliance with the reguirements of
standard BDS EN 54-5:2001 — Fire detection
and fire alarm systems, Heat Delectors —
Point Detectors.

ORIGINAL

isual inspection for compliance with drawings was performed.

The following apparatus were used during the test:
o Heat Tunnel HT 2001, HO 01 17002, inventory No 016, certificate No 007/13.05.203, as per. EN
54-5;

s Anemometer = ThermometerUnitest, serial number HE 0122 TA, certificate No- 440/2002;

¢ Digital Multimeter MY 88, serial number 05071939, certificate No 160/01.10. 21’.‘.'{}2

e Thermometer Hg, inventory No 041, certifi cate No 439/27.09.2002]

¢ Regulated rectifier STATRON TYP. 3205, inventory No 4478;

s Humidity chamber, HO 01-17001, inventory No 015, certificate No 006/13.05. 21303

w  Cold chamher HO 03-17006, inventory No 028, certificate No 005/13.05. 2003;

¢ Alcohol Thermometer, inventory No 031, certificate No 169/05.03.2003; :

# 'Techmcg_l. Appliance for side-impact test TA  03-17007, inventory No 029 certificate
No 010/14.05.2003, as per EN 54-5;

¢ Slide Callipers INOX, Ehventur},r Mo 013, certificate No 500/01 27.09.2002;

o St:ales E 5500 S, serial numher 36080001, certificate No 139/2001;

Fire: Ccﬁntrﬂl Panel ES 8000, inventary No 115/2001 — used only for the tests of FD 61 1DL
The folluwmg parts of the standard were followed:

- STANDARD il DESGRIPTIDN PART
| Test procedure FD xx2000.00.00.00. TP 3!
BDS EN 54-5:2001 Fire detection -and fire alarm | Part 5: Heat Detectors — Point
= - systems Detectors. o :
IEC 80068-2-1:1990 / Environm ental tes.!mg Part 2: Tests — Tests Ab:Cald |
AT1:1893 / A2:1994 - = -
IEC 80068-2-30:1980 / Enwmnmehta! testing Tests Db, Damp Heat
A1:1985 X
BDS EN 60529:2000 Degree of protection

The protocols No 09/02.06.2003 and No 10/09.06.2003, representing the results of the test of Fixed
Temperature Heat Detectors, have been endorsed by the above mentioned representatives of
UNIPDS OOD, Test Laboratory and SGS Bulgaria Lid. and become part of this report.

The results of the testing having been found satisfactory for the equipment, as stated above, insofar
. as tested at this time, complies with the reqmrernents of BDS EN 54-5: 2001, clauses 5.2, 5.3, 5.4,
i R 56 5'.-’ 58 59511 G‘Ianr:Hﬁ i : :

The findings of this Report are limited to the plal::a and date of inspection,
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